
  

 
MEMORANDUM 
 
 

Date:  July 8, 2015 
 
To:  Roberta Sulouff, Planner        
 
From:  Dion Walsh, JCSA Civil 1 
 
Subject: C-0041-2015  Windsormeade Facility Addition 
 
James City Service Authority has reviewed these plans for general compliance with the JCSA 
Standards and Specifications, Water Distribution and Sanitary Sewer Systems and has the 
following comments for the above project you forwarded on June 29, 2015.  Quality control and 
back checking of the plans and calculations for discrepancies, errors, omissions, and conflicts is 
the sole responsibility of the professional engineer and/or surveyor who has signed, sealed, and 
dated the plans and calculations.  It is the responsibility of the engineer or surveyor to ensure the 
plans and calculations comply with all governing regulations, standards, and specifications.  
Before the JCSA can approve these plans for general compliance with the JCSA Standards and 
Specifications, the following comments must be addressed.  We may have additional comments 
when a revised plan incorporating these comments is submitted. 
 

JCSA recommends preliminary approval. 
 
General Comments: 

1. In the design phase: 
a. During the design process, fixture unit calculations shall be provided to JCSA to 

ensure the size of the water meter is adequate.  
 

b. The Applicant shall provide a Water Data Sheet and Sanitary Sewer Data Sheet with 
submittal of this project. A downloadable version of the forms is available at 
http://www.jamescitycountyva.gov/jcsa/jcsa-design.html 
 

c. The following note shall be on the construction plan cover sheet and utility sheet:  
“Privately owned utilities (EG water & sewer lines, fire mains) shown on this plan are 
regulated by The Virginia Uniform Statewide Building Code and enforced by the 
Code Compliance Division. These privately owned utilities must comply fully with 
the International Plumbing Code, the National Fire Prevention Association Standard 
24, and the International Fire Code. Contractors working from this site plan are 
cautioned not to install or conceal privately owned site utilities without obtaining 
required permits and inspections.”   

 
d. All commercial, domestic, fire and irrigation systems are required to have an approved 

RPZ Backflow Prevention Assembly (BPA) installed on the water service lines. 
 

 
Please call me at 757-259-5457 if you have any questions or require any additional information.  
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